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BOTTOM OF FIXTURES TO BE AT 12'-0" AFF.
FIXTURE MOUNTED ON WALL AND CENTERED AT +96" AFF.
FIXTURE MOUNTED WITH BOTTOM AT +11'-0" AFF.

MOUNT FA BELL AT +96" AFF, CENTERED. MOUNT STROBE LIGHT AT +80" AFF TO BOTTOM OF
LIGHT.

RELOCATE (E) EXIT SIGN FROM (E) RM 1000 DOOR TO (N) RM 1193 DOOR.

EXTEND (E) POWER CKT. EM304A3ATATA—18 AND FIRE ALARM FLASHING CKT. EM304A3ATATA—1
TO THE (R) AND (N) EXIT SIGNS.

EXTEND (E) LIGHTING CKT. E304A3A5A—22 TO (N) AND (R) OUTDOOR LIGHT FIXTURES..
RELOCATE (E) FIRE ALARM CALL BOX AND EXTEND FIRE ALARM CIRCUIT TO (N) LOCATION.

FIRE SPRINKLER FLOW SWITCH & TAMPER SWITCH AND VALVE SUPERVISION SWITCH INSTALLED
UNDER DIVISION 15, WIRED UNDER DIVISION 16.

PNL M304A3A5A LOCATED IN RM 1000, SOUTH WALL, NEAR COL. LINE 2.
PNL EM304A3A1ATA LOCATED IN RM 1000, SOUTH WALL, NEAR COL. LINE 1.
FIRE ALARM PANELS LOCATED IN RM 1998 (EAST BLDG. LOBBY) NEAR COL. LINE 3.

FIXTURE ON UNSWITCHED LEG OF CIRCUIT.

RELOCATED (E) EMERG. LIGHTING UNIT TO CLEAR NEW DOOR. SEE ET.
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FIXTURE MOUNTED ON WALL TO CLEAR OPENING.
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